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KEMA TEST REPORT 
 

2098-21 
 

Object A three-phase dry-type cast-resin distribution transformer mounted in enclosure 
with off-load tap changer 

 
Type SWD 1250 / 11 Serial No. 014132002 
 
 11 kV ± 2 x 2,5% / 433 V – 1250 kVA – Dyn11 – 50 Hz 
 
 
Client Elsewedy Transformers  

Plot 27, 1st District, 5th Settlement, New Cairo, Egypt 
 

Manufacturer Elsewedy Transformers  
10th of Ramadan, Industrial Zone, A4, Sharqia Governorate, Egypt *) 

Tested by  KEMA B.V., 
Klingelbeekseweg 195, Arnhem, The Netherlands 

Date of tests 1, 26 February, 1 to 11 March and 31 May 2021 

Test specification The tests have been carried out in accordance with client's instructions.   
 

 
 
 
 

This report applies only to the object tested. The responsibility for 
conformity of any object having the same type references as that tested 
rests with the Manufacturer. 
*) as declared by the manufacturer 
 
This report consists of 71 pages in total. 
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